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Sotid Undisturbed Road Base

18" Min. Gravel Whenever Within Shoulder Or
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MDOT Roadway. (See Requirements Of Road
Opening Permit in Contract Documents)
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Pavement Tie—In Detail
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Notes: 1.
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The Fincl Saw Cutting Of Pavement Shall Be Performed After Bockfilling

And Compaction To The Top Of The Existing Grovel Base Is Complete. After
Saw Cutting And Removing The Additional Two Feet Of Paovement The Entire
Exposed Grovel Layer Shall Be Again Compacted, Including The Undisturbed Gravel Fortion, Prior To Paving

2. During Excavation, Seperate The Existing Grave Layer Frem The Common Excavotion Below.
Reuse Original Excavated Materials During Backfilling In The Same Order as Removed, If Suitable.
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#2 AWG Copper Counterpoise, Exothermic

. Weld To 1/2" Dia. x 80" Long Copperweld
Ground Rods At 300" On Center And To Well
Casing And Building Electric Service Ground.
Provide For Runs To Well Pumps Only.
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(Typical For Utility Service And/Or
For Cables To Well Pumps)
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